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SUBJECT: WAGO TERMINAL BLOCK CONNECTIONS

UNITS: VARIOUS

With the introduction of the new R410A units, temperzone have introduced a new type of electrical 
terminal block including the mains terminal connection.

Most electricians will already be familiar with this type of terminal but it may be new to refrigeration 
service people with limited electrical licenses and for this reason we attach some technical information 
showing how to make the connections in case anyone is unsure.

The most critical issue seems to be the use of the right size screwdriver and ensuring it is levered to 
a fully vertical position which may require the removal of the unit top to achieve. The recommended 
screwdriver blade width is 3.5mm.

The benefit of these terminals is that they do not loosen over time like screwed terminals.






